
1. SMOOTH CORE DRILLED PENETRATION OR
GROUTED IN-PLACE WALL SLEEVE. SLEEVE
TO BE STANDARD WEIGHT DUCTILE IRON
OR STEEL PIPE.

2. "LINK-SEAL" WITH SS HARDWARE. INSTALL
SO THAT THREADED NUTS ARE EXPOSED.

3. CHILLED WATER FLOW METER PROVIDED
BY UNL INSTALLED BY CONTRACTOR.

4.
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